CT KEP TOTALIZER #1 METER PRESSURE SIGNAL to KEP #2:
— (/\] to terminal #11
REVISIONS to termingl # 4
1 [ 12707701 [ U\
T e . . oloJoJo|oJo|ofeo|o|e|o|o|o|o|e]|o]o]o]o]o][o[o]e]o] [c]e]e 16 AWG. TWISTED STRANDED.
o Pressure 121314506l 718l o0[n 234 Bel78119] 20212212324 [25[26] 27 COPPER. BRAID SHIELDED
;“‘l‘i‘i'/‘::/";’;"' (=) (-‘-) —I_ P - —|— - NO C NC NC C NO I_ N Y K Z (3OOV 1o5oc RATING)
' ! ) ] - 3 2 2" Conductor Cable Only
4 2 5 23E poms NOTE: IF P-XMTR TO BE INSTALLED,
:“« 16 AWSGTE([AS gOIEIDBJESOFF)%S,RS (S0 RELAY REFER TO SPEC S-624 R6
i 2-TW] HIEL AIRS)
tLes | STRANDED TYPE, COPPER, 14 AWG, STRANDED, COPPER S
| (300V105° C RATING) <1 | [ OUTPUT
| 1 70 BMS (S618)
#1 Vortex Meter I T | TYPICAL 120 V AC
TERMINAL BLOCK 14 AWG, STRANDED, COPPER
RATED LIGHTBULB
- / INDICATOR LIGHTS
NOT CONNECTED — =t 17-1 C WHITE
- 78-1
\__/\__BLACK J ° | @7
S WHITE J # ] f‘J
\ = : G.E. RELAY 78-1
# RLARAQ22TJ )
W/ SUPPRESSOR I CRAY or BROWN
# BSLR2K PURPLE or BLUE
22-1 . n
16 AWG, 4-CONDUCTOR, 2 TWISTED | A:1 mCﬂOﬂlﬂLr A:2 R 43-1 /\ 43-1 RED (CLOSE)
SHIELDED PAIRS) STRANDED TYPE ! IR NEE] R
(300 V 105°C RATING) IR < Skl 441
5 5 yTRC ORANGE (LIGHT) BALL VALVE Actuator
10 AWG, SOLID, COPPER 14 22 32 S P WHITE (NEUTRAL) TERMINAL BOX
(FOR DIGITAL VERSION 20 || _ \/ GREEN (Ground) (BALL VALVE *10N
VORTEX METER) § = 2 | METER RUN *2)
= [aa}
. FUSE % 5A Z
*Hot, Ground, & Neutral jumpers FUSE| |, 14 AWC, JHIRING DIAGRAN FOR VORTEX METER
mmmmmmmmmmm . . . Stranded Copper PRESSURE TRANSMITTER AND MODEM
T terminate at this terminal blocks; ! oP 80X (5E0. )
: To Terminal Block *1 v oG oomecme
not at KEP Terminal DIlock* , |
s |MS—624 R7 (KEP 1)




